The Conext CL Series can be installed in coastal areas. However the following conditions must be met:

- install the inverter at least 100 m away from the seashore (this distance should be increased in areas of high localized fog).
- install the inverter indoors for acidic rain/volcanic air environment areas (for example: Hawaiian Islands).
- to ensure that the inverters can produce the rated power, it is strongly recommended to replace the fans on an annual basis. For fan module replacement, refer to the Conext CL Installation and Operation Manual.

Schneider Electric does not assume responsibility to replace these fans unless otherwise defined by service contract. It is the responsibility of the installer to replace the fan module on an annual basis.

The part number for fan module: 0J-0N-10482.